INSTALLATION SCHEMATIC - DELTA 800-1250 - DUAL V3, V4 OR V6 DISTRIBUTION BOARD 240 V AC T
+ DELTA BATTERY BACKUP / BREAKER TO BE USED

DELTA BATTERY BACKUP
V3/V4/V6 ST E
.
NOTE: &)
THIS SCHEMATIC IS INTENDED TO SHOW THE
VOLT FREE CONTACTS
PRINCIPLE FEATURES OF A TYPICAL INSTALLATION (OPTIONAL)
AND THE CONTRACTORS SHOULD ALSO REFER TO
THE CONTRACT DOCUMENTS AND INSTALLATION 0 [ -
INSTRUCTIONS FOR EACH COMPONENT 10M FLOAT CABLE
13 AMP UNSWITCHED
PUMP CABLE ——————— FUSED SPUR
V3 10M SUPPLIED \
V4 / V6 5M SUPPLIED PUMP CABLE
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: a4l |~ PLASTERBOARD LEVEL WITH TOP OF STRUCTURAL FLOOR
KOSTER POLYSIL TG500 LR & SLAB OR MAX. 500mm FROM TOP OF SCREED
ANTI-LIME COATING - ACCESS PANEL CABLE DUCT TO __  ——= TODRAN
o SCREW CAP CAN BE 1;9;221’?@152? QEB? PRAINAGE PIPE TERMINATE NOT
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DELTA CHANNEL
110mm OUTPUT * .4 ’
N / N 1 o DELTA PUDDLE FLANGE
/LAID TO FALLS (1:100) — | o
o / ) L KOSTER POLYSIL TG 500
DELTA PUDDLE FLANGE 4 ANTI-LIME COATING
(s
KOSTER POLYSIL TG 500 —— DN110 INLET DRAIN LAID TO FALLS (REFER B
ANTI-LIME COATING TO PROJECT DRAWINGS AND SPECIFICATION C.
FOR GRADIENT AND BEDDING REQUIREMENTS
DELTA 800-1250
DELTA PUDDLE FLANGE DUAL V3, V4 OR V6
PUMP CHAMBER TO BE INSTALLED UPON 150mm (MIN)
CONCRETE BED AND PROVIDED WITH CONCRETE SIDEFILL.
ALL CONCRETE TO STRUCTURAL ENGINEER'S REQUIREMENTS
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