INSTALLATION SCHEMATIC - DELTA 800-1250 - DUAL V3, V4 OR V6
+ DELTA UPS WITH DELTA HLA

VOLT FREE CONTACTS
(OPTIONAL)

10M FLOAT CABLE

DELTA HLA —ﬂ
o

5 AMP UNSWITHED
FUSED SPUR

PUMP CABLE
V3 10M SUPPLIED
V4 /V6 5M SUPPLIED

DISTRIBUTION BOARD 240 V AC

~

I

SUITABLY SIZED

BREAKERS TO BE USED

DELTA UPS V3
DELTA UPS V4 /V6

MAX 6m (PUMP CABLE IS 10M)

Ja |~ TREATED TIMBER BATTENS TOP OF CHAMBER MUST BE INSTALLED
4 | A OR METAL TRACKING SYSTEM LEVEL WITH TOP OF STRUCTURAL FLOOR
: ‘ SLAB OR MAX. 500mm FROM TOP OF SCREED
. |
KOSTER POLYSIL TG500 @ e |~ PLASTERBOARD

ANTI-LIME COATING

ACCESS PANEL

110mm@ STANDARD DRAINAGE PIPE

(CUT OFF FLUSH AT THE SLAB)

O /_
o SCREW CAP CAN BE
% MADE ACCESSIBLE

S BEHIND DRY LINING
< TO WALLS

CABLE DUCT TO
TERMINATE NOT
LESS THAN

150mm ABOVE FFL

FUSED SPUR

16 AMP COMMANDO SOCKET
WITH ISOLATOR SWITCH

[ 13 AMP UNSWITCHED\ PUMP CABLE

V3 10M SUPPLIED
V4 /V6 5M SUPPLIED

——— TODRAIN

[ @32/1: DISCHARGE PIPE

ANTI-LIME COATING

DELTA 800-1250

DELTA PUDDLE FLANGE DUAL V3, V4 OR V6

& At INSPECTION PORT S/C SCREED WITH REINF. MESH (OPTIONAL) SCREED
FLOOR INSULATION OR T&G TIMBER FLOORING
INSULATION
/i "/ /4 Vi N DELTA MS 20
B ) - B ra— ral - - .
j . D Y A ST R IR T R L MEMBRANE
. < c c. . . .
. - ° . B < CA4. . T L4 SLAB
d asl e <4 « L ’ A s p - * Al s
KOSTER ——— ] R / ¢ a s - 4 a ag Al . . a4l
QUELLBAND AR < -/ : . a . 49 o
] %
DELTA CHANNEL -
110mm OUTPUT * .
- J o D DELTA PUDDLE FLANGE
/LAID TO FALLS (1:100) E—— |
DELTA PUDDLE FLANGE A / L KOSTER POLYSIL TG 500
i ANTI-LIME COATING
«
KOSTER POLYSIL TG 500 —— R

PUMP CHAMBER TO BE INSTALLED UPON 150mm (MIN)
CONCRETE BED AND PROVIDED WITH CONCRETE SIDEFILL.
ALL CONCRETE TO STRUCTURAL ENGINEER'S REQUIREMENTS
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