DRAINAGE CONTINUITY AT WALL / FLOOR

NOTE:- COULD BE WITH OR WITHOUT CAVITY

a4/ 2
<
<
BLOCK WALL 4 a
<
4
A 2 <.
DELTA-MS 500 A
<
A <
R.C. WALL 4
<
COURSE OF ENGINEERING BRICKS a v 2
WITH INTERMITTENT PERPS,
(40mm GAPS) LEFT OUT TO ALLOW 5
CONTINUITY OF DRAINAGE 4
<
4 pa)
ACCESS PORT
<
DELTA-MS20 W , g
\l =
i .
SCREED
T ANVANVA AN/ A . 7
< DELTA 4
; CHANNEL 4 <
4 4 < 5 4
pa
4 SLAB , B 3
g 4
<
<
<
pa A <
fffffffffffff 5
A a
4
<

KOSTER POLYSIL
ANTI LIME COATING

DELTA TAPE JOINTS TO SEAL
TO WALL & FLOOR MEMBRANE

SYSTEM USING D.P.C.

KOSTER QUELLBAND

installations instructions.

For further assistance contact Delta Technical on 01992 523 523 or email

technical@deltamembranes.com
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